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Date Printed: 7/15/98 ILLINOIS POWER COMPANY
Time Printed: 12:20:13 PM ON-LINE LINE DATA SHEET Syatem
LINEDATA.QRP Line Data Sheet

Lins Number: 1602
Work Order: . Work Qrder Date:
Dascription: NORTH DECATUR - DECATUR NORTH 27TH ST. 138KV LINE 18

1602 1602

Runs From: N, DECATUR SUB. SIR. &

Rurs To: SR, &6 DECATUR M. 27TH ST, SUB.
Structure # - First: ] 7

Structure # - Last: ] 34

Number of Structures: b . 28 -

Distance In Miles: 0.31 1.87

Structure Configurction: TWCCLIT{D TWCCLI(
Date in Service: 12/06/1965 12/06/1945
Service Ateq: DECATUR DECATUR
Conductor - Size: 1272 ACSR 45/7 1272 ACSR 45/7
Conductor - Tenslon: ’ 3000 : 7500 .
Conductor - Temperature *C: 125 125

Conductor - Cleoronce Date: 12/06/1965 : 12/06/1965
Conductor - Date In Service: 12/06/1965 . - 12/06/1965
Shisld Wire - Size: FIBER OPTIC #1 FIBER OPTIC M1
Shield Wire - Tenslon: 4000 : 4000

Shield Wire - Date In Service: 0970111995 09/01/199%
Rufing Spon - Feet: as50 as0

Insulator Tangent No. MFR. & catno.: 1 -143360 1-143380
Insulctor Tongent ANSE rating (LBS): 1120 1120

insulator Dead-End No. MFR. & catno 8 - PINCO L1500 8- PINCO L1500
Insulater Dead-End ANSIrating (LBS): 25000 25000

Owning Compony:

Footnotes: #1 24-FIBER ALCOA - FUJIKURA FIBER-OPTIC SHIELD, 0.551" DIAMETER.

Status:
KV Rating:

Page: 1
Date Approved:

Racord
138.0
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Cwning Company:

Date Printed: 7/15/98 ILLINOIS POWER COMPANY
Time Printed: 12:29:25 PM ON-LINE LINE DATA SHEET Systemn
LINEDATA.QRP Line Data Sheat
Line Number: 1604
Work Order: : Work Order Data:
Description: DECATUR 27TH ST. SUB. - ADM NORTH SUBSTATION
I
1604 14604
Runs From: DECATUR N. 27TH ST, SUB. STR. 15
uns To: SIR. 15 STR. 26
Structure # - First: 1 16
Structure # - Last: 15 24
Number of Structuras: 15 1"
Distancea In Miles: 0.56 0.462
Structure Configuration: 1WC CLH2(D 1TWC CLH2 (D
Date In Service: 07/02/1976 . 07/02/1974
Service Araa: DECATUR OECATUR
Conductor - Size: 2156 ACSR B4/19 #2 2154 ACSR 84119
Conductor - Tension: Qoo0 M S000
Conductor - Termnperature °C; 125 125
Conductor - Claarance Date; 07/02/1976 07/02/1976
Conductor - Date In Service: 07/021975 0710211976
Shield Wite - Stze: 110.8 ACSR12/7 #3 7 X120 AW
Shleld Wire - Tenston: 3386 N 3038
Shield Wire - Date In Service: 07/02/1976 07/02/1976
Ruling Spon - Feet: 250 ano
Insulator Tangent No. MFR. & catno.: 8 -PINCO L1050 §-PINCO L1060
Insulotor Tangent ANSI rating (LBS): 15000 15000
Insutator Dead-End No. MFR. & cotno 8- 143775 8- 143775
Intulator Deod-End ANSIralling (LBS): 25000 25000

Footnotes: #1

STR. t THRU 3 SINGLE CKT W/COND TENSION 20004 & SW TENSION 10004

#2 AIR-FLOW SPOILERS INSTALLED - W.0. 2547991

#3 WRAPPED FIBER-OPTIC CABLE INSTALLED - W.0. 25479-'91

L) STR'S & WEST PHASE INSTALLED 7-2-76, EAST PHASE 4-24-80,

#5 STR. 27-33 STRUCTURE DISTANCE IS 0.26 MILE, CONDUCTOR DISTANCE IS 0.62 MILE.
#6 ALSO 1991

n ALSO 6000

a8 ALSO 130

L1 ALSO 2070

1604

5TR. 26

CATERPILLAR

27

33

7

0.26 #5

1 WC CLH2 (D)

07/02/1976

DECATUR

2166 ACSR 84719

8000

125

04/24/1980
#4

7X 020 AW

2913

07/02/1974

200

8-143756

15000

8- 143775

25000

.

Page: 1
Date Approved:

Status: Record
KV Rating: 138.0

1604

STR. 26

STR. 40

34

40

7

0.40

TWC CLH2 & HA (D)
04/24/1980
DECAIUR

2156 ACSR 84119 #2
9000

125

04/24/1980
04/24/1980
7X.120 AW #3
3038
04/24/1980

300

§-143756
15000

10- 143775
25000




Date Printed: 7/15/98
Time Prnted: 12:20:26 PM
LINEDATA.QRP

Line Number: 1604
Work Order:

Description: DECATUR 27TH ST. SUB. - ADM NORTH SUBSTATION

fluns From:

Runs To:

Structure # - First:
Structure ¥ - Last:
Nurmber of Structures:
Distonce In Miles:
Structure Configuration:
Data In Service:
Service Area:
Conductor - Skze:
Conductor - Tension:

Conductor - Temperature °C:
Conducter - Clecrance Date:

Conductor - Date In Service:
Shield Wire - Size:

Shietd Wire - Tenslon:

Shiefd Wire - Date In Service:

Ruling Spon - Feet:

Insulafor Tangent No, MFR. & cat no.:
Insulator Tangent ANSI rating (LBS):

1604 !
STR. 40
DECATUR ADM NORTH

2

0.09

1 WC H2
0472471980 #6
DECATUR

2156 ACSR B4/19 #2
9000 #7

125

0472471980 #6
0472471980 #6
110.8 ACSR 12/7 #3
4000 #9 :
04/24/1980 #6

200 #8

1-143388

15000

Insulatot Dead-End No. MFR. & catno  10- 143775

Insulator Dead-End  ANSI rating (LBS):

Owning Company;

Foolnotas:

25000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

Status:
KV Rating:

Page: 2

Date Approved:

Record
138.0
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Date Printad: 7/16/08 ILLINGIS POWER COMPANY Page: 1
Time Printed: 7:32:03 AM ON-LINE LINE DATA SHEET System Data Approved:
LINEDATA.QRP Line Data Sheet ,
Line Number: 1606 Record
Work Order: Work Qrder Date: 138.0
Descriptlon: OREANA - DECATUR ADM NORTH SUB. - 138KV LINE 1608
1406 1604 1606 1406
Runs From: DECATUR ADM NORTH SUB. SR, 48 SR, 87 5TR. 94
Runs To! STR. 48 SIR. 87 SIR. 94 OREANA SUB.
Struchure ¥ - First: 40 49 87 Q4
Stucture # - Last: 48 87 94
Number of Structures: 9 39 b 3
Distance in Mites: Q.50 2.27 0.34 . 0.12
Structure Configuration: I WC CLHS 1 WC CL 1, H2-Hé 1WCH2 &HS5 #8 1WC H2
Date In Service: 04/24/1980 #) 0472411980 04/24/1980 10/14/1993
Service Avecy; DECATUR DECATUR DECATUR DECATUR
Conductor - Size: 2156 ACSR 84/19 #2 2156 ACSR 84719 44 2156 ACSR 84719 #2 2156 ACSR 84/19 42
Conductor - Tension: ' 9000 9000 S000 #6 4000 #6
Conductor - Temperature °C: 125 125 126 126
Conductor - Clearance Date: 047241980 M 04/24/1980 04/24/1980 10/14/1993
Conductor - Date In Service: 04/24/1980 #1 04/24/1980 0472411980 10/14/1993
Shield Wire - Size: 110.8 ACSR 12/7 43 110.8 ACSR 12/7 43 110.8 ACSR 12/7 #3 110.8 ACSR 12/7 49
Shield Wire - Tenston: 4000 ’ 3591 359 anon
Shield Wite - Date In Service: 04/24/1980 #1 04/24/1980 04/24/1980 10/14/1993
Ruling Spon - Fest: o 300 300 250
Insulator Tangent No. MFR. & cat no.:  8-143756 8-143756 45 8-143756 3-143388 -
Insulator Tangent ANSI rating (4LBS): 15000 : 15000 15000 1400
Insulator Dead-End No. MFR. & cat no 10 - 143775 10- 143775 10-143775 47 10-143775 #7
Insudator Dead-End  ANSErating (LBS): 25000 25000 25000 #7 25000 #7
Owning Company:
Footnotas: #1 DECATUR ADM NORTH TO STR. 41 TO BE INSTALLED IN 1991.
#2 AIR-FLOW SPOILERS ON REMAINDER OF LINE - W.0. 25479.
#3 WRAPPED FIBER-OPTIC CABLE INSTALLED - W.D. 25473-'390,
#4 AERODYNAMIC DRAG DAMPERS OR PLP AIR-FLOW SPOILERS ON TWO PHASES-STR. 62 TO STR. 87 BEFORE "90. AIR-FLOW SPOILERS ON REMAINDER OF LINE
- W.0. 25479,
#5 BOTTOM PHASE HAS 11 INSULATORS PER STRING ON STR'S. 78, 77, 79 & 80.
] STR. 96-98, COND, TENSION 600048,
" STR. 96-98, INSULATOR DE-14 3756, 15,0004 M&E RATING.
8 STA. 96-98, COND. TENSION 6000#, INS, DE-14 3756, 15,0004 MAE RATING. AERQDYNAMIC DRAG DAMPERS CR PLP AIR-FLCW SPOILERS ON TWO PHASES-STR.

62 - 87 BEFORE 1990,
#9 WRAPPED FIBER-OPTIC CABLE INSTALLED - 1933,
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Date Printed: Mar 3, 1999
Time Printed: 10:56:10 AM
LINEDATA.QRP

Line Number: 1608
Work Order:
Description:

Runs From:

Runs To:

Structure # - First:

Structure # - Lost:

Number of Structures:

Distance in Miles:

Structure Configurction:

Date In Service:

Service Areq:

Conductor - Size;

Conductor - Tenston:

Conductor - Temnpetature *C:
Conductor - Clearance Date;
Conductor - Date in Service:

Shleld Wie - Size:

Shiald Whre - Tension:

Shield Wire - Date in Service:;

Ruling Span - Feet:

Insulator Tangent No. MFR. & cat no.:
Insulator Taongent ANSI rating (LBS):
Insulator Dead-End No. MFR. & cat no
Insulator Dead-End  ANSI rating (LBS):
Owning Company:

Foolnotes: #1

1608 !
DECATUR ADM NORTH SUB.
SIR. 1A

1

3

4

0.05

t CLH2
07/01/1994
DECATUR

T-2 795 ACSR 45/7
4000

125
07/01/1994
07/01/1994
FOSW 551" #)
3900
12/15/1995
130

0 -NONE
0

10- 143775
25000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

A.D.M. NORTH - FARIES PARKWAY - 138KV SPUR L1608

1608
STR. 1A
SIR. 18
3

18

17

077

m
12/15/1995
DECATUR
1.2 795 AAC
8000

125
12/15/1995
12/15/1995
FOSW 551* #1
3900
12/15/1995
250

8 -143756
15000

10- 143775
25000

24 FIBER ALCOA-FUJIKURA WRAFPPED FIBER-CPTIC, CABLE INSTALLED - W.0, 254798-'91

#2 CONDUCTOR N SERVICE DATES STRS. 19-20.11/11/76 & STRS, 18-19 12/15/95,

1608

STR. 18
SIR. 20

18

20

3

0.07

2-H2
[RFARVAL-FLY
DECATUR
1272 ACSR 45/7

FOSW 551" #1
3900
12/15/1995
250

1-143388
1400

10- 143775
25000

Status:
KV Rating:

Page: 1
Date Approved: Mar 3, 1999

Racord
128.0

1608

SIR. 20

STR. 27

20 .

27

8

0.36

2)
11111976
DECATUR
795 ACSR 45/7
7500

125
HA11/1976
111171974
FOSW 551" 11
2668
12/15/1995
300
1-143388
1400

10- 143775
25000




Date Printed: Mar 3, 1999 ILLINOQIS POWER COMPANY Page: 2

Time Printed: 10:56:10 AM ) ON-LINE LINE DATA SHEET System Date Approved: Mar 3, 1599
LINEDATA.QRP ’ Line Data Sheet
Line Number: 1608 Status: Racord
Work Order: Work Order Date: KY Rating: 138.0
Deseription: A.D.M. NORTH - FARIES PARKWAY - 138KV SPUR L1608
1608 '

Runs From: STR. 27

Runs To: STR. 29

Structure # - First: 27

Structure # - Laost: 29

Number of Structures: 3

Cistonce in Miles: on

Structure Configuration: (2}

Date in Service: 12/15/1995

Service Areq; DECATUR

Conductort - Size: . 1272 AAC

Conductor - Tension: 4000

Conductor - Temperature °C: 125

Conductor - Clearance Date: 12/15/1998

Conductor - Date in Service: 12/15/1998

Shield Wire - Size: 386 AW

Shield Wire - Tension: 2668

Shield Wire - Date in Service: 12/15/1998

Ruflng Span - Feet: 250

Insulator Tongent No, MFR. & catno.: 0-
Insulator Tangent ANSI rating (LBS): 0

Insutator Dead-End No. MFR. & catno 10 - 1437758
insulctor Deod-Eng ANSI rating (LBS): 25000
Owning Company:

Footnotes:
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Date Printed: Oct 9, 2001
Tirme Printad: 3:23:43 PM
LINEDATA.QRP

ILLINOIS POWER COMPANY . , Page: 1
ON-LINE LINE DATA SHEET SYSTEM Date Approved: Oct §, 2001
Line Data Sheet

Line Number: 1610 Status: Record

Work Order: Work Order Date: KV Rating:  138.0

Description: CREANA 5B, - ADM NORTH - 138KV LINE

1610 1610 1610 1610

Runs From: OREANA SUB. STR. 4 STR. 52 STR. 60
Runs To: STR. 3 STR. 52 STR. 60 DECATUR ADM NORTH SUB,
Structure # - First: 1 4 53 61
Structure # - Last: 3 52 80 78
Number of Structures: 3 50 8 18
Distanca in Miles: 0.10 260 6.37 0.91
Structure Configuration: 1WC CL H2 1WC CLH4 & HB (1) 1 WG CL H4 & HB (2) 1WCCLH4&HSE(2)
Date in Service: 031311994 03/31/1994 03/31/1994 03/3111994
Servica Area; DECATUR DECATUR DECATUR DECATUR
Conductor - Size: 2156 ACSR T-2 1272 SAC T-21272 SAC T2 1272 SAC
Conductor - Tension: 6000 10000 10000 10000
Conductor - Temperature *C: 125 125 125 125
Cenductor - Clearance Dale: 03/3111994 03/31/1994 03/3111994 03/31/1994
Conductor - Date in Service: 04/24/1980 03/31/1994 03/31/1994 03/31/1994
Shleld Wire - Size: FIBER OPTIC M1 FIBER OPTIC #1 FIBER OPTIC #1 FIBER OPTIC #1
Shield Wire - Tension: 2000 3000 3000 3000
Shield Wira - Dale in Service: 0373111994 03/3171994 03/31/1994 03/31/1994
Ruling Span - Feetl: 200 300 260 280
Insulator Tangent No. MFR. & cat no.: 1-143388 1-143388 & 143785 1-143388 1-143388
Insulator Tangent ANSI rating (LBS): 5000 5000 1400 1400
Insulator Dead-Entd No. MFR, & catno.. 10143756 10 - 143756 - 10 -143756 10 - 143756
inswlator Dead-End ANSI rating (LBS): 15000 15000 15000 15000

Owming Company:

Foolnotes: #1

FOCAS FIBER-OPTIC SHIELD WIRE, 0.501" DIA., 68 SINGLE-MODE & 6 MULTI-MODE FIBERS.
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Date Printed: Feb 16, 2001 ILLINOIS POWER COMPANY Page: 1
Time Ptinled: 7:33.51 AM ON-LINE LINE DATA SHEET SYSTEM Date Approved: Feb 15, 2001
LINEDATA.QRP Line Data Sheet R
Line Number: 1612 Status! Record
Work Order: Work Order Date: KV Rating:  138.0
Description: C.L.P.S. CONCORD - JACKSONVILLE IND PARK 138KV LINE
! ¥
1612 1642 1612 1612
Runs From: MEREDOSIA CONCORD STR. 26 §TR. 119
Runs To: CONCORD STR. 723 #1 STR. 26 STR. 119 STR. 131
Structure # - First: 1 27 120
Structure # - Last; 26 119 131
Number of Structures: 0 26 93 12
Oistance in Miles: 10.65 1.53 517 0.69
Structure Configuration: 0 1WCCL1(2) 1WCCL1(J 1WCCL1{4)
Date In Service: 07/19/1976 D7/19/1976 07/19/1876
Service Area: JACKSONVILLE JACKSONVILLE JACKSONVILLE JACKSONVILLE
Conduclor - Size: 350 HDBC 19 477 ACSR 30/7 477 SAC 19 417 SAC 19
Conductor - Tenslon: 0 6000 4045 4045
Conductor - Temperature *C: 0 125 93 a3
Conductor - Clearance Date: 07119/1976 07/19/1876 07/19/1976
Conducitor - Dale in Service: 07/19/1976 01/24/1969 01/2411969
Shield Wire - Size: 38" Cw 346 AW 346 AW 6 AW
Shield Wire - Tension: 0 2108 055 3055
Shield Wire - Date in Service: 0?/19/1976 01/24/1969 01/24/1969
Ruling Span - Feet: 0 300 350 350
Insulator Tangent No. MFR. & cal no.: 0- 8 -0B 32440 5-PINCO L1060 #2 1-08 232108
Insulator Tangent ANSI rating (LBS): 0 15000 15000 1100
Insulator Dead-End No. MFR_ & caino: 0- 8-0B 32440 8- PINCO L1060 8 - PINCO L1060
Insulator Dead-End ANSI rating (LBS): © 15000 15000 15000
Owning Company: CENTRAL ILLINOIS PUBLIC SERVICE
Footnoles, #1 IP OWNS STR, 723.
"2 STR'S. HAVE FIBERGLASS ARMS,
k) STR. 162 TO JACKSONVILLE IND. PARK, TANGENT INSULATORS - 5.0B 32440 *2 15000# M&E RATING.
4 S5TR, 162 TO JACKSONVILLE IND. PARK. SW INSTALLED 7-19-76.




Date Printed: Feb 16, 2001
Time Primed:  7:33:51 AM

LINEDATA QRP

Line Number: 1612

Insulator Tangent No. MFR. & cat no.:

ILLINOIS POWER' COMPANY
ON-LINE LINE DATA SHEET SYSTEM
iine Data Sheet

0-LAPP 701484  #3

Page: 2
Date Approved: Fab 15, 2001

Status: Record

Work Order: Work Order Date: KV Rating:  138.0
Description: C.1.P.5. CONCORD - JACKSONVILLE IND PARK 138KV LINE
1612
Runs From: STR. 131
Runs To: JACKSONVILLE IND, PK. SUB,
Structure # - First; 132
Structure # - Last: 167
Number of Structures: a5
Distance in Miles: 2.00
Structure Configuration: 1WC CL 1 (385)
Date in Service: 07/19/1976
Service Area: JACKSONVILLE
Conductor - Size: 477 SAC 19
" Conductor - Tension: 4045
Conductor - Temperature *C: 23
Conductor - Clearance Date: 07/19/1976
Conductor - Date in Service: 01/24/1969
Shisld Wire - Size: 3#6 AW
Shietd Wira - Tenslon: 3055
Shield Wire - Date in Service: #4
Ruling Span - Feet: 350

tnsulator Tangent ANSI rating (LBS): 2600

insulator Dead-End No, MFR. & catne.: 8- PINCO L1060
Insulater Dead-End ANSI rating (LBS). 15000

Owning Company:

Foolnotes:
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Date Printed: ., 1899
Time Printed: 9:53;43 AM
LINEDATA.QRP

Line Number: 1616
Werk Order:
Dascriptlon:

Runs From:

Runs To:

Structure # - Flrst:

Structure ¥ - Last:

Number of Structures:

Distance In Miles:

Structura Configuration:

Date In Service!

Service Areq:

Conductor - Size!

Conductor - Tenslon:

Conductor - Termperature °C:
Conductor - Clearance Date:
Conductor - Date In Service:

Shield Wira - Size:

Shietd Wire - Tenslon:

Shileld Wire - Date In Service:

Ruling Span - Feet:

Insulator Tangent No, MFR. & cat no.:
Insulator Tangent ANSI rating (LBS):
insutator Dead-End No, MFR. & cat ho
insulator Dead-Eng ANS! rating (LBS):
Qwning Company:

Footnotes: #1

1816

FARIES PARK
SIR. 11

1

11

13

0.52

TWC 1)
N/111976
DECATUR
1272 AAC
7000

125
10/01/1995
10/0171995
386 AW 24 FIBER #3
0 #2
1070171995
300

0- n
oM

10- 143775
25000

H.LINOIS Py . COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

DECATUR FARIES PKWY. - MT ZION PPG IND. 138KV LINE 1

18616

SR

STR. 466

10

b6

57

1.96 #4

TWC CLH2(2)
02/011982
DECATUR

1272 ACSR 45/7
7500

126

02/01/1982
02/01/1982
0.551" OPGW #6
4000
01/01/1995 #6
300

1 -CB-232107 #5
1400
10143775
25000

1614

" STR. 66

MT. ZION, RT. 121 SUB.
67

166

100

489 #4

1WC CLH2 ()
02/01/1982 47
DECAIUR

795 ACSR 45/7
7500

125

02/01/1982
02/01/1982
110.8 ACSR 12/7
3389
02/01/1%82

300
1-08-232107 ~ #5
1400

10- 143775
25000

INSULATORS (08 522010-1040) W/ARRESTOR (OB 600384-5017). SEE CE-1816-84 21 FOR DETAILS,

Pa, .
Date Approved; Mar 5, 1999

Recard

KV Rating: 138.0

1616

MT, ZION, RT. 121 SUB.
STR. 183 :
167

183

17

0.90 :

1 WC CLH2(3)
07/26/1974
DECATUR

795 ACSR 45/7
6000

125

0712601974
07/26/1974

477 SAC 19

4045

0772641974

350

8-143756

THE TANGENT STRUCTURES W/O SHIELD WIRE USE A COMB OF VERTICAL POST INSULATORS (OB 522008-1222) W/ARRESTOR (OB 600384-5028) & HORZ POST

k2 FROM STR. 1 TO §TR. 8, THERE IS NO SHIELD WIRE. FARIES PARK TO STAR. 1- 046 AW & 24 FIBER S.M. - 117092; STR. 8 TO STR. 11 - 1108
ACSA.
#a FROM 5TR. 1 TO 5TA: 8, THERE IS NO SHIELD WIRE, FARIES PARK TO STR. 1 - 366 AW & 24 FIBER S.M.-117092; STR. 8 TO STR. 11 - 110.8 ACSR.
#4 L3379 1S ATTACHED ON STR'S. 12, 13 & 14, L3424 IS ATTACHED FROM STR'S. §7-59 AND STR'S. 72 TO 109. L3415 1S ATTACHED FROM STR'S. 110-112,
#5 NON STANDARD INSULATOR USED (OB-232128) ON STR'S. 45, 46, 60, 70, 82, 117 & 118.
#6 FROM STR. 11 TO STR. 57 THE FIBER IS PART OF PATH #3. FROM STR. 57 TO STR. 58, THE SHIELD WIRE IS 110.8 ACSR AT 33894 - (0.10 MILE)

IN SERVICE 2/1/82. FROM STR. 59 TO STR. 67 THE FIBER 15 PART OF PATH #2.
#7 STR. 73 TO 78 REPLACED AFTER 4/18/96 STORM (W.0. 26659)




Dala Printed: Mar §, 1099
Timea Printad: 9:53:43 AM
LINEDATA.QRP

Line Number: 1616

ILLINOIS POWER COMPANY
CON-LINE LINE DATA SHEET System
Line Data Sheet

Work Crder: Work Order Date:
Description: DECATUR FARIES PKWY, - MT ZION £PG IND. 138KV LINE 1
1514 1614

wns From: STR. 183 STR. 197
uns To: STR. 197 PPG. SUB.
tructure # - First: 184 198
truciure # - Losh: 197 207
Jumber of Structures: 14 10
Jstonce in Miles: 0.85 0.62
itructure Configuration: 1WC CLH2 (4) 1 WC CLHZ ()
Jate In Service: 07/26/1974 02/01/1982
lervice Araa: DECATUR DECATUR
sonductor - Slze: 795 ACSR 45/7 795 ACSR 45/7
sonductor - Tenston: 6000 6000
~onductor - Temperature *C: 126 125
Sonductor - Clearance Date: 07/26/1974 02/01/1982
Sonductoar - Date In Service: 07/26/1974 02/01/1982
shleld Whre - Size: 477 SAC 19 36 AW
shietd wire - Tension: 4045 3000
shield Wire - Date in Senice: 0712641974 02/ 1982
wiling Span - Feet: 350 300
nsulator Tangent No, MFR. & cat no.:  8-143756 B -143754
nsutator Tangent ANSI rating (LBS): 15000 15000
rsulator Dead-End No, MFR. & cat no 8- 143756 10- 143775
nsulator Dead-End ANSI rating (LBS): 15000 25000

Dwning Company:

Feoolnotes:

Page: 2
Date Approved: Mar 5, 1999

Status: Record
KV Rating:  138.0
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Dats Printed: 7/15/08
Time Printed: 12:32:38 PM
LINEDATA.QRP

Line Numbar: 1626

COFFEEN.
#5 THE BOTTOM PHASE ON THE TYPE Z-2 STRUCTURES {13 THRU 59) USED 11 INSULATORS PER STRING.

ILLINQIS POWER COMPANY
ON-LINE LINE DATA SHEET System
L_ine Data Shaet

Page:

Date Approved;

Status: Racord

i

Work Order: Wark Order Date: KV Rating: 138.0
Deascription: COFFEEN P.S. (C.1.P.S.) - MIDWAY 138KV LINE 1628
4
1526 1626 1626

Runs From: COFFEEN PWR STA, SIR. 1 SIR, 60
Runs To, STIR. 1 STR. 60 MIDWAY SUB.
Structure # - First: 12 51
Structure # - Last: &0 73
Number of Structures: 12 49 13
Distance in Miles: 1.20 276 0.78
Structure Configuration: 2WC CLHI (D) 1 WC CLHA®@) "TWC CLHA (D)
Date In Service: 09/01/1981 a9/01/1981 09/01/1981
Service Areg: HILLSBORO HILLSBORO HILLSBORO
Conductor - Size: 2-1113 ACSR 54119 #2° 2-12725AC 61 #2 2-12728AC &1 #2
Conductor - Tenston: 13000 #1 6000 6000 :
Conductor - Temperalure *C: 125 125 125
Conductor - Clearance Date: 09/0111981 09/01/1981 G/0L /1981
Conductor - Date In Service: 09/01/1981 09/01/1981 09/01/1981
Shleld Whe - Slze 787 AW B4 7X.120 AW 7X.120 AW
Shield Wire - Tenslon: 5100 3000 3000
Shield Wire - Date In Service: 09/011981 09/01/1981 0%/01.1981
fuiing Span - Feet: 700 300 0o
insulator Tangent No. MFR. & catno.:  8-143756 B-143756 5 8-14375%
Insutator Tangent ANSI rafing (LBS): 15000 15000 15000
Insutator Dead-End No. MFR, & cat no 20 - 143780 13 10- 143775 10-143775
insulator Dead-End ANS! rating (LBS): 36000 25000 25000
Owning Compony:
Foofniotes: #1 FROM COFFEEN SUB TO STR. 1A PHASE WIRE TENSION 4000% (R.R-250)

#2 18" BUNDLE SPACING

¥ TWO INSULATOR STRINGS PER PHASE.

4 THE SHIELD WIRES WERE DEAD ENDED AT STRUCTURE 1A WITH THE GROUNDING DOWN LEADS TIED INTO THE BURIED 2/0 COPPER SUBSTATION GROUND AT




[LLINDIS POWER COMPANY

LINE DATA SHEET
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Date Printed: Jun 25, 2001
Time Printed: 8:41:26 AM
LINEDATA QRP

Line Number: 1636

Work Order: Work Order Date:
Description: STEELEVILLE - GRAND TOWER P.S. (CLP.S.) 138KVL. 1
I
1636 1636

Runs From: STEELEVILLE SUB. STR. 99
Runs To: STR. 99 STR. 107
Structure # - First: 1 100
Structure # - Last: a9 107
Number of Structures: 99 g
Distance in Miles: 11.28 0.82
Structure Configuration: 2WCCL1&3(1) C2WCCL183(3)
Date in Service: 02/22/1955 01/20/1995
Service Area: SPARTA SPARTA
Conductor - Size: 477 ACSR 3017 477 ACSR 30/7
Conductor - Tension: 9000 2000
Conductor - Temperature *C: 125 125
Conductor - Clearance Date: 03/1372001 03/1372001
Conductor - Date in Service: 02/2211955 0172041895
Shield Wire - Size: 516" EHS 7 787 AW
Shield Wire - Tension: Q 5100
Shield Wire - Date in Service: 02/22/1955 01/20/1995
Ruling Span - Feet: 640 550
Inswator Tangent No. MFR. & cat no.: 10 -PINCO L1060 8-143756
Insulator Tangent ANSI rating {L8S): 15000 15000
Insulator Dead-End No. MFR. & catne.: 10 - PINCO L1060 16 - 143775
nsulator Dead-End ANSI rating (LBS): 15000 25000

Owning Company:

Footnoles:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

1636

STR. 107
STR. 114
108

114

10

1.03
2WCCLI &3 (2)
05/27/1960
SPARTA
477 ACSR 3077
9000

125
03/13/2001
05/27/1980
7X.120 AW
4397
05/27/1980
650

B -143758
15000

10 - 143775
25000

Page: 1
Date Approved: .Jun 22, 2001

Record
138.0

1618

STR. 114

STR. 121

114A

121

8

0.89
2WCCL1E3(1)
02/2211955
SPARTA

477 ACSR 207
9000

125

031372001
02/2211955
"5/16™ STEEL"

0

0212211855

640

10 -PINCO L1060
15000

10 - PINCO L1060
15000




Date Printed: Jun 25, 2001 WLINOIS POWER COMPANY Page: 2

Tima Printed:  841:26 AM - ON-LINE LINE DATA SHEET SYSTEM Cate Approved: Jun 22, 2001
LINEDATA.QRP Line Data Sheet
Line Numbaer; 1636 Status: Record
Work Order: Work Order Date: KV Rating: 138.0
Dasceiption: STEELEVILLE - GRAND TOWER P.S, (C.1.P.S) 138KV L. {
1836 '
Runs From: STR. 121
Runs To: GRAND TOWER
Structure # - First;
Structure # - Last:
Number of Struciures: 1}
Distance In Miles: 1391
Structure Configuration: 0

Date in Service;

Service Area: SPARTA
Conductor - Size: 556.5 SSAC 26/7
Conductor - Tension: . 0

Condutior - Temperature *C: ]

Conductor - Clesrance Date: 03/13/2001
Conductor - Data in Service: 03/13/2001
Shieid Wire - Size: SME"EHS.7
Shield Wira - Tenslon: 0

Shield Wire - Date In Service: 02122/1955
Ruling Span - Feet: €40
Insulater Tangent No. MFR. & cal no.: 0-

Insulator Tangent ANSI rating (LBS): 0

Insulator Dead-End No. MFR. & catno.:  0-

Insulator Dead-End ANSI rating {LBS). ©

Owning Company: CENTRAL ILLINOIS PUBLIC SERVICE

Footnotes:
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Date Printed: 7/16/98 ‘ ILLINOIS POWER COMPANY Paga: 1

Time Printed: 9:55:58 AM ON-LINE LINE DATA SHEET System Date Approvad;
LINEDATA.QRP ' Line Data Sheet
Line Number: 2303 ‘ Status; Record
Work Order: Wark Order Date: KV Rating:  230.0
Dascription: NORTH COULTERVILLE (U.E.) - 230KV LINE - 2303
I
2303
Runs From; UE. L2303, 5TR. 340
Runs To: N. COULTERVILLE SUB,
Structure # - First: 1
Structure # - Lost: 4
Number of Structures: 4
Distance in Miles: 0.47
Sfructure Configuration: 2ZWCCLY(D
Date In Service: 03/01/1970
Sarvice Araea: SPARTA
Conductor - Size: . 795 ACSR 45/7
Zonductor - Tension: 9000
conductor - Temperature *C: 125
conductor - Clacrance Date:
Conductor - Date [n Service: /N Ne70
Shield Wire - Size: 7X120 AW
Shleld Wire - Tenslon: 4235
Shield Wire - Date In Senvice: 03/011970
wihing Span - Feet: 700

rsulator Tangent No, MFR, & cat no.: 15 -PINCO L1060
nsulator Tangent ANS! rating (LBS): 15000

nsulator Dead-End No, MER. & catno  15-PINCOLIS0D  #)
nsulator Dead-End ANSI rating (LBSY: 25000

Jwning Compony:

Footnotes: #1 STATION DEAD-ENDS N. COULTERVILLE 18-INCO L1060 SINGLE STRING.
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L]
Date Prinled: Jun 27, 2001 ILLINOIS POWER COMPANY Page: 1
Tima Printed:  10:12:59 AM ON-LINE LINE DATA SHEET SYSTEM Date Approved: Jun 27, 2001
LINEDATA.QRP Line Data Sheet
Line Number: 4501 Status: Record
Work Order: Work Order Date: KV Rating: 345.0
Description: SIDNEY - EUGENE (I, & M.} - 345KV LINE - 4501
4501 : 4501 4501 4501
Runs From: SIDNEY STR. 20 STR. 156 STR. 214
Runs To: STR, 20 STR. 156 STR. 214 STR. 220
Structure # - First: 4 21 156 215 :
Structure # - Last: 20 156 214 220
Number of Structures: 17 136 58 6
Distance in Miles: 2.06 17.56 7.41 1.10
Structure Configuration: 20FCL (D) ZWCCL1({h) 2WCCL1(T) KAISER GUYED VEE {2)
Data in Service: 09/16/1982 10/18/1963 10/18/1963 10/18/1963
Service Area: DANVILLE DANVILLE DANVILLE DANVILLE
Conductor - Size: 2-954 ACSR 4517 1414 EXP ACSR §2/19 1414 EXP ACSR 62119 #2 1414 EXP ACSR 62/19
Conductor - Tension; ) 10769 16700 16700 #2 16700
Conducter - Temperature *C: 125 100 100 100
Conductor - Clearance Date: 01/01/1981 06/12/2001 06/12/2001 06122001
Conductor - Date in Service: 0972811982 10/18/1963 10/18/1963 10/18/1963
Shield Wire - Size: THT AW 3/8" EHS STEELALZD 7 "3/8" EH.S. STEEL ALZD 7" #2 “38" EH.S. STEEL ALZD 7*
Shield Wire - Tension: 5100 5513 5513 #2 : 5513
Shield Wire - Date in Service: 09/28/1982 10/18/1963 10/18/1963 #2 101181963
Ruling Span - Feet: 750 700 700 700 #3
Insulator Tangent No. MFR. & cal no.: 18 -143756 18 -PINCOQ L1060 18 ‘PINCO L1060 18 -PINCQ L1650
Insulator Tangent ANS! rating (LBS): 15000 15000 15000 15000
Insulator Dead-End No. MFR. & catno.:  36- 143780 #1 36 - PINCO L1500 36-PINCO 1500 #14 36-PINCOL1S0D M
Insitator Dead-End ANSI rating (LBS): 36000 25000 25000 25000
Owning Company:
Foolnotes: #1 TWO INSULATOR STRINGS PER PHASE.
#2 CONDUCTOR BETWEEN STR. 155A BUNSONVILLE & STR. 157 IS 2156 ACSR, (SEE DRWG, CE-4501-82.1-34 FOR OTHER DETAILS.)
#3 700' RULING SPAN USED FOR SAGGING, ACTUAL RULING SPAN IS 1000,




Dale Printed:;  Jun 27, 2001
Time Printed:  10:12:59 AM
LINEDATA.QRP

Line Number: 4501

Work QOrder:
Description: SIONEY - EUGENE (1. & M.) - 345KV LINE - 4501
4501 '
Runs From: STR, 220
Runs To: STR. 229
Structure # - First: 221
Structure # - Last: 229
Number of Structures: 9
Distance in Miles: 1.13
Structure Configuration: 2WCCL1(1)
Date in Service: 10181963
Service Area: DANVILLE
Conductor - Size; 1414 EXP ACSR 62119
Conductor - Tension: . 16700
Conductor - Temperature “C: 100
Conduclor - Clearance Date: 061272001
Conductor - Date In Service: 10/48/1963
Shield Wire - Size: "3/8"™ E.H.S. STEEL ALZD 7
Shield Wire - Tenslon: 5513
Shield Wire - Dale in Setvice: 10/18/1963
Ruting Span - Feet: 700
insutator Tangent No. MFR. & catno.. 18 -PINCO L1060
" Insulator Tangent ANSI rating (LBS): 15000

Insulator Dead-End No, MFR. & catno.:  36-PINCO L1500  #1
Insutator Dead-End ANSI rating {LBS): 25000
Owning Company,

Footnoles:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
{.ina Data Sheet

Work Crder Date:

4501
STR. 229
EUGENE SW STA,

2.04
0

DANVILLE

1414 EXP ACSR 62/19
0

0

10118715963

THE AW

0

10/18/1963

0

18 -PINCO L1060

15000

36-PINCO L1500 #1

25000

AMERICAN ELECTRIC POWER

Status:
KV Rating:

Page: 2
Date Approved: Jun 27, 2001

Record
345.0
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Date Printed: 7/15/98.
Time Printed: &:54:44 AM
LINEDATA.QRP

Line Mumber: ‘4511
Work Qrder:
Description:

4511 o
Runs From; BALDWIN PWR, STA.
Runs To: TWR, 4

Structure # - Flrst:
Structure # - Lost:

Number of Structures: 4

Distance In Mlles: 0.81

Structure Configtration: AMER, BRIDGE 84
Date In Service: 12/01 /1969

Service Areq: SPARTA ‘
Conductor - Size: 2-1113ACSR 54119 #2
Conductor - Tenslon: 16080 M)

Conductor - Temperature *C: 125

Conductor - Clearance Date; 04/011970
Conductor - Date In Sarvice: 12/01/1969

Shleid Wire - Size: THT AW

Shleld Wire - Tenslon: 6600

Shleld Wire - Date In Service: 06/01/1970

Ruling Span - Feet: 1150

Insulator Tangent No. MFR. & cat no.: 18 -143756
Insutator Tangent ANS! rating (LBS): 15000

Insutator Dead-End No. MFR, & cot no 40 - 143780 #3
Insulator Dead-End ANS!rating (LBS): 36000

Owning Company:

Footnotes: #1

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

BALDWIN P.S. - CAHOKIA P.S. (U.E.) - 345KV LINE - 45

451
TWR. 4
TWR. 24

20

397

AMER. BRIDGE #8
10/01/1969

SPARTA

2-1113 ACSR 54719 #2
16080 #5

125

a2/ 197G
10/01/1969

THT AW 87

6600

02/01/1970

950 #6

18 143756

15000

40 - 143780 #3
36000

L4 18" SPACING

LE] DOUBLE STRING

L4 DAWG. CE-S-84.52.7.1-2

#5 PER CONDUCTOR

L] 850 TO 1250

L GROUNDED ONLY AT TWRS. 23, 70, 118, 162 AND 179 THRU 185.
#8 DRWQ, CE-8-84,5,1.7.1.2

LEd 1000 TO 1050

4511
TWR. 24
TWR. 170

146

2870

AMER. BRIDGE #8
10/01/1969
BELLEVILLE

21113 ACSR 54/19 #2
16080 #5

125

02/01/1970
10/01/1969

TH7 AW #7

6600

02/01/1970

950 #6

18 -143756

15000

40-143780 43
36000

PER CONDUCTOR. BALDWIN PWR, STA. TO TOWR, 1 0 COND TENSIONS 12500% SW. TENSION S6004.

Paga: 1

Date Approved:

Status: Record
KV Rating:  345.0

4511
TWR. 170

CAHCKIA SUB,

15
275

AMER, BRIDGE #4

10/01/1969
BELLEVILLE

N3 ACSR 54/19 #2

16080 45
125

06N N970
10/01/196%
THOCW R#7
8140
06/ 1970
1000 #9
18 -143756
15000

40 - 143780
36000

#3
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Dale Printad: 7/15/08
Time Printed: 6:55:18 AM
LINEDATA.QRP

Line Number: 4521

Owning Company:

Footnotes: #1

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET Sysatem
Line Data Sheet

Work Crder: R Work Order Date:
Description: BALOWIN PWR. STA. - TURKEY HILL - 345KV LINE - 4521
4521 : 4521
. Runs From: BALDWIN PWR. STA. TWR. 4
Runs To: TWR. 4 TWR. 23
Structure # - First:
Structure # - Last: ‘
Number of Structures: ' 5 18
Distance In Miles: 0.81 3.48
Structure Configuration: AMER, BRIDGE (3) 7 AMER, BRIDGE (2) #10
Date in Service: 12/01/1949 10/01/1949
Service Areo: SPARTA SPARTA
Conductor - Size: 2-1113 ACSR 54719 #2 2-1113 ACSR 54119 #2
Conductor - Tenslon, 14080 #1 ' 14080 #8
Conductor - Temperature °C: 125 125
Conductor - Clearance Date: 02/01/1970 12/ /1969
Conductor - Date In Service: 02/01/1970 12/01/19469
Shleld Wire - Size: THI AW H6 THT AW H#5
Shield Wire - Tenslon: 6600 #5 G600
Shleld Wire - Date In Service: 02/01/1970 12/01/1949
Ruling Span - Feet: 550 #4 950 49
Irstdator Tangent No. MFR, & cat no.t 18 -143754 18-143756
Insulator Tangent ANSI rating (LBS): 15000 15000
insulotor Dead-tnd No. MFR. & catno 40 - 143780 #3 40 - 143780 #3
Insulator Dead-End ANSI raling (LBS): 35000 36000

#2 18" SPACING

LK) DOUBLE STRING (EXCEPT STR. 105}

%4 R.8. 550 TO 1150

#5 BALDWIN PWR. STA. TO STR. 1 0 TENSION 10,500#; SW. - 56008 (FINAL)
#6 GROUNDED ONLY AT STRS. 23, 65, 88, 90, 82, 94, 96, 98, 100, 102, 104,
#7 DRWG. CE-3-84,5.2,7.1-2

#8 PER CONDUCTOR (FINAL)

¥ R.5. 950 TO 1100

R10 DAWG. CE-S-84.5.1.7.1-2
11 STR. 105 ONLY
#12 PER CONDUCTOR (FINAL) STR. 105 TO TURKEY HILL SUB. 0 COND. TENSION - 2000# SW. TENSION 1200# 450' R.S.

4521
TWR. 23

TURKEY HILL SUB.

82
16.49

Page:
Data Approved:

Status: Record
KV Rating: 345.0

AMER, BRIDGE (2) #7

10/01/19469
SPARTA

2-1113 ACSR 54719 #2

16080 #12
125
12/01/1949
12/ 1969
74T AW 16
6600 #13
12/011969
950 #9

18 -143756
15000

40 - 143780
36000

BALDWIN PWR. STA. TO STR. 1 0 TENSION 10,500#; SW. - 5600# (FINAL) PER CONDUCTOR (FINAL)

#3

1




Date Printed: 7/15/98
Time Printed: 8:55:18 AM
LINEDATA.QRP

Line Number: 4521
Work Order:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

Deacription: BALDWIN PWR. STA. - TURKEY HILL - 345KV LINE - 4521

Runs From:

Runs To:

Steucture # - Flrst:

Structure # - Last:

Number of Structures:

Distance in Miles:

Siructure Configuration:

. Date in Service:

Service Area;

Conductor - Size;

Conductor - Tenslon:

Conductor - Temperature °C:
Conductor - Clecrance Date:
Conductor - Date In Service:

Shield Wire - Size:

Shleld Wire - Tenslon:

Shiefd Wire - Date In Service:

Ruling Spon - Feet:

Insulator Tangent No. MFR. & cat no.:
Insutator Tangent ANSI rating (LBS):
Insuiator Dead-End No. MFR. & cat no
Insulator Dead-End ANSI rating (LBS):
Owning Company:

Footnotas: #13 STR. 105 TO TURKEY HILL SUB. 0 CONL. TENSION - 2000# SW. TENSION 1200# 450° R.S.

Status:
KV Rating:

Page: 2
Date Approved:

Record
345.0
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Data Printed: 7/15/68
Time Printed: 6:55:30 AM
LINEDATA.QAP

Line Number: 4525
Work Order:

Description:

Runs From:

Runs To;

Structure # - First:

Structure # - Lost:

Number of Structures:

Distance In Miles:

Structure Configuration:

Date in Service:

Senvice Areqr

Conductor - Size:

Conductor - Tension:

Conductor - Temperature *C:
Conductor - Clearonce Date;
Conductor - Date In Service:

Shileld Wire - Size:

Shleld Whe - Tenslon:

Shleld Wire - Bate in Service:

Ruling Span - Feet:

Insutator Tongent No. MFR. & cat no.:
Insulator Tangent ANSI rating (LBS):
Insulator Dead-End No. MFR, & cat no
Insulator Dead-End ANS! rating (LBS):
Owning Company:

Footnotes;

4525
SIDNEY
STR. #5

3

0.31
2WCCLI (1)
04/20/1983
CHAMPAIGN
2-954 ACSR 45/7
3750

125
07111983
07/11/1983
747 AW

5100
07/11/1983
550

18 -143756
15000

18 - 143780
36000

{LLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET Syatem
Line Data Sheet

Work Order Date:

SIDNEY - WEST KANSAS - 345KV LINE - 4525

4525
STR. #5
SIR. #18

13
156

2WCCL1(D)
10/18/1963
CHAMPAIGN

1414 ACSR EXP. 62/19
16700

125

08/20/1981
10/18/1963

3/8" E.M.S. STEEL

5513

10/18/1963

700

18-143756

15000

18- 143780

36000

Page: 1
Date Approved:

Record
345.0

Status:
KV Rating:

4525
STR. 418
W. KANSAS

255
33.32
2WCCLI(1)
04/20/1983
CHAMPAIGN
2-954 ACSR 45/7
10769

125
08/20/1981
07/11/1983
747 AW

5100
07/11/1983
750

18 -143756
15000

18 - 143780
36000
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Date Printed: 7/15/98
Time Printed: 6:56:39 AM
LINEDATA.QRP

Line Number: .4531

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order: Work Order Date:
Dascription: BALDWIN POWER STATION - STALLINGS - 345KV LINE 4531
4531 453
uns From: BALOWIN PWR, STA. TWR. 5 (L4541}
uns To! TWR. 5 (L4541) TWR. 21 (L4541
tructure # - First:
ructure # - Last:
lumber of Structures: 5 16
istance in Mlles; 0.89 3.47
tructure Configuration: AMER. BRIDGE (1) #6 AMER. BRIDGE (1) #6
‘ate in Service:. 12/01/1949 10/01/1972
arvice Areq; SPARTA SPARTA
‘onductor - Size: 2-1113 ACSR 54119 #2° 2-1113 ACSR 54719 #8
‘onductor - Tension: 16080 N 16080 #7
onductor - Temperature *C: 125 125
onductor - Clearance Bate: 02/01/1970 1271611973
.onductor - Date In Service: 02/011970 12/16/1973
hleld Wire - Size: 7#7 AW 787 AW
hleld Wire - Tension: 6600 #5 6600
1letd Wire - Date In Service: 02/01/1970 10/011972
ullng Span - Feet: 550 #4 1200 #9
isutator Tangent No. MFR, & cat no.: 18143756 18 -OB 32440
wulator Tangent ANS| rating (LBS): 15000 15000 .
wulator Dead-End No. MFR, & cat ne 40 - 143780 43 40-08 47610 #3
wulator Dead-End ANSI rating (LBS): 36000 36000

wning Company:

oolnotes: #1

#2 18" HORIZONTAL SPACING.

#3 DOUBLE STRING, 20 PER STRING.

#4 R.S. 550 7O 1150

#5 BALOWIN PWR. STA. TO STR. 1 0 COND. TENSION - 12,500#; SW. TENSION - 56004.
#8 DAWG. CE-5-84.5.2.7.5-7

#7 PER CONBUCTOCR.

#8 18* HORIZONTAL SPACING

29 STR. 18 TOSTR. 21, R.S. = 850 FT., STR. 322 TO 325, R.§. = 1100 FT.

#10 DAWG. CE-4531-84.17-1
#11 PER CONDUCTOR. STR. 335 TC STALLINGS SUB. 0 COND. TENSION - 6000#; SW. TENSION - 30004, R.S. = 350 FT.
#12 STR. 335 TO STALLINGS SUB. 0 COND. TENSION - 80004; SW. TENSION - 30008 R.S. = 350 FT,

453
TWR, 21 (L4541)
STR. 49

17

2,16

20FCL (2)
12/16/1973
SPARTA
2-1272 ACSR 45/7 #2
13000 #7
125
12/16/1973
121641973
747 AW

4890
12/16/1973
700

18 -OB 32440
15000

40 - 0B 47610 23 -

36000

BALOWIN PWR. STA. TO STR. 1 0 COND. TENSION - 12,500#; SW, TENSION 56004. PER CONDUCTOR.

Page: 1
Date Approved:

Record
345.0

4531

STR. 49

SIR. 267

50

267

218

27.92

2-DF CL 1 (2)
1211611973
BELLEVILLE
2-1272 ACSR 45/7 42
13000 #7

125
1211611973
1211611973
T4 AW

4890
12/16/1973
700

18 -OB 32440
15000

0- NONE

0




Date Printed:  7/15/98
Time Printed: 6:56:39 AM
LINEDATA.QRP

Line Number: 4531
Work Order:
Description:

Jns From:

ns To:

ructure # - First:

ructure # - Lash:

umber of Structures:

Istance in Mites;

ructure Configuration;

ote in Sevice:

vice AraQr

onductor - Size:

onductor - Tenslon:

onductor - Temperature °C:
onductor - Clearonce Date:
onductor - Date In Service:

Weld Wire - Size:

neld Wire - Tenslon:

leld Wire - Date In Service:

#ing Span - Feet:

sulator Tangent No, MFR. & cat no.:
sulator Tangent ANSI roting (LBS):

4531

SR, 267

SIR. 284

248

284

17

215
2DFCLI (D
121611973
GRANITE CITY
2-1272 ACSR 45/7 42
13000 #7
125
1211611573
1211611973
THT AW

AB90
12/16/1973
700 -

18 -OB 32440
15000 ‘

sutator Dead-End No, MFR. & catno 0« NONE

sulator Dead-Engd ANSI rating (LBS):

wning Company:

sotnoles: #13

0

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Lins Dats Sheet

Work Ordér Date:

BALDWIN POWER STATION - STALLINGS - 345KV LINE 4531

4531
STR. 284
TWR. 288

4

0.74

AMER. BRIDGE (1) #6
12/16/1973

GRANITE CHY

2-1113 ACSR 54/19 #2
16520 #7

125

12/19/1988
12/16/1973

747 AW

6610

12/16/1973

986

18-OB 32440

15000

40-0B47610 43
36000

8TR. 335 TO STALLINGS SUB. 0 COND. TENSION - 6000#; SW, TENSION - 3000#, R.S, = 350 FT.

4531

STR. 288A
SIR. 292A
28BA
202A

@

0.99

2WC CLH2(2)
12/19/1988
GRANITE CITY
2-1113 ACSR 54119 #2
16520 #7

125

12/19/1988
12/19/1966

THT AW

6610
12/19/1988
986

18-143775
25000

0- NONE

0

Page: 2
Data Approvad:

Status: Record
KV Rating: 3450

4531
STR. 292A
TWR. 297

5

1o

AMER. BRIDGE (1) #6
12/16/1973

GRANITE CITY

21113 ACSR 54/19 #2
16520 #7

125

12/19/1988
12/16/1973

7HT AW

4610

12/16/1973

986

18 -OB 32440

15000

40-0B 47610 #3
36000




Date Printed: 7/15/98
Time Printed: 6:56:40 AM
LINEDATA.QRP

Line Number: 4521
Work QOrder:
Descriptian:

uns From:
Jng To:
ructure ¥ - First:
- ucture # - Last:
umber of Structures:
Istance in Miles:
ructure Configuration:
ate In Service:
rvice Areq:;
onductor - Size:
onducter - Tenston:
anductor - Tampearature °C:
onductor - Clearance Date:
onductor - Date In Service:
tetd Wire - Size;
vield Wire - Tenslon:
veld Wire - Date In Service:
Jing Span - Feet:
sulator Tangent No, MFR. & cat no.;
sutator Tongent ANSI rating (LBS):

451
TWR. 207
TWR. 324

26

4.51

ITT MEYERS (3) M0
12/16/1973
GRANITE CITY
2-1113 ACSR 5419
16080 #7

125

Y2116/1973
12/16/1973

787 AW

6600

12/16/1973

850 #9

18 -OB 32440
15000

sulator Dead-End No. MFR. & cot no 40 - OB 47610

sulator Dead-End ANS! roting (LBS):

~whing Compony:

potnotas:

34000

BALDWIN POWER STATION - STALLINGS - 345KV LINE 4531

#3

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Ordar Data:

4531
TWR, 324
STALLINGS SUB

12
2.45

AMER, BRIDGE (1) #6
12/16/1973

GRANITE CITY

2-1113 ACSR 54/19 #2
16080 #11

125

12/16/1973
12/16/1973

747 AW

6600 #13

12/16/1973

11650 #12

18 -OB 32440

15000

40-0B47610 43
34000

Stetus:
KV Rating:

Page:

Date Approved:

Record
345.0
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Data Printed: 7/15/08
Time Printed: 6:59:54 AM
LINEDATA.QRP

Line Number: 4535

ILLINOIS POWEH COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheat

Work Order: Work Order Date:
Deacription: CLINTON P.S. - BLOOMINGTON BROKAW - 345KV LINE 4535
4535 4535

uns From: CLINTON P.S, SIR. 75
uns To: SIR. 75 BROKAW
tructure ¥ - first: .
fructure # - Last:
iumnber of Structures: 75 104
istance in Miles: 9.60 12.81
tructure Configuration; 2ZWCHI() ZWCHD
rate In Service: 12/13/1980 12/13/1980
arvice Ateq: DECATUR BLOOMINGTON
sonductor - Size: 2-1272 ACSR 4517 2-1272 ACSR 45/7
-onductor - Tenslon:; 13000 13000
onductor - Temperature *C: 125 125
sonductor - Clagrance Date: - 12/13/1980 12/13/1980
sonductor - Date In Service: 12131980 12/13/1980
hleld Wire - Size: 187 AW TH? AW
hield Wire - Tension: 5100 5100
hield Wire - Date in Service: 12/13/1980 12/13/1980
'uling Span - Feet: 700 700
wsulator Tangent No. MER. & catno.:  18-143756 18 -143756
sulator Tangent ANSI rating (LBS): 15000 15000
ysulotor Daad-End No. MFR. & catno 36 - 143780 n 34 - 143780 3
wufator Dead-End ANSI rating (LBS): 36000 6000

dwning Company:

‘ootnotes: M TWO INSULATOR STRINGS PER PHASE

Page: 1
Date Approved:

Status: Record
KV Ratlng: 345.0
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Date Printed: May 14, 2002
Time Printed: 12:52:03 PM
LINEDATA.QRP

ILLINOIS POWER COMPANY Page: 1
ON-LINE LINE DATA SHEET SYSTEM Date Approved: Jan 14, 2002
Line Data Sheet

Line Number: 4541

Status: Record
Work Order: Work Order Date: KV Rating:  345.0
Description: BALDWIN PWR. STA - W. MT, VERNON - 345KV LINE - 4541
4541 4541 4541 4541
uns From; BALDWIN PWR. STA. TWR. 5 TWR. 21 STR. 32
uns To: TWR. 5 TWR. 21 STR. 32 STR. 35
Structure # - First: TWR. 1 TWR. 6 STR. 22 STR. 32A
Structure # - Last: TWR. 5 TWR. 21 S5TR. 32 5TR. 35
Number of Structures: 5 16 11 5
Jistance in Miles: 0.90 3,50 1.40 0.65
Structure Configuration: AMER, BRIDGE #3 AMER. BRIDGE (1) #3 2ZWCCL1(2) STEEL H-FRAME (3)
Jate in Service: 051211970 11/0171972 " 110111972 06/08/2001
Service Area: SPARTA SPARTA SPARTA SPARTA
sonductor - Size; 2-1113 ACSR 54/19 2-1113 ACSR 54/19 2-1272 ACSR 4507 2-1272 ACSR 4517
Zonductor - Tension: 16080 #1 16080 #4 13000 #4 13000 #4
Conductor - Temperature °C: 125 125 125 125
Zonductor - Clearance Date: 10/01/1972 10/01/1972 10/01/1972 06/08/2001
Conductor - Date in Service: 11/011972 11011972 11/011972 06/08/2001
Shield Wire - Size: TH? AW THT AW THT AW AW
Shield Wire - Tension: 6600 B500 4890 4890
Shield Wire - Date in Service: 05/12/1970 11011672 11/01/1972 06/08/2001
Ruling Span - Feet: 1200 1200 #5 700 700
Insulator Tangent No. MFR. & cat no.: 18 -143756 18 -143756 18 -143756 18-143775
Insulator Tangent ANSI rating (LBS): 15000 15000 15000 : 25000
Insulator Dead-End No. MFR. & catno.: 36 - 143780 #2 36 - 143780 #2 36 - 143780 #2 36 - 143780 #2
Insulator Dead-End ANSI rating (LBS): 36000 36000 36000 36000

Owning Company: :

Footnotes: #1 PER SUBCONDUCTOR
#2 DOUBLE STRING.
#3 DRWG. CE-5-84.5.2.7.4-7 THRU 21.
74 PER SUBCONDUCTOR.
#5 850 FT. BETWEEN TWRS. 18 AND 21,

#5 STEEL STRS. ARE 64, 74, 91, 95, 98, 99, 100, 102, 125, 128, 192, 197, 201, 210, 218, 277




Date Printed: May 14, 2002
Time Printed: 12:52:03 PM

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM

LINEDATA.QRP Line Data Sheet
Line Number: 4541
Work Order: Work Order Date:
Description: BALDWIN PWR, STA - W, MT, VERNCN - 345KV LINE - 4541
4541 4541
Runs From: S5TR. 35 STR. 47
wns To: STR. 47 STR. 203
Structure # - First: STR. 36 STR. 48
Structute # - Last: STR. 47 STR, 203
Number of Structures: 12 156
Jistance in Miles: 1.93 19.81
Structure Configuration: STEEL H-FRAME (3) 2WCCL1{2&3) #6
Jate in Service: 06/08/2001 11/01/1972
Service Area: SPARTA SPARTA
Zonductor - Size: 2-1272 ACSR 4517 2-1272 ACSR 4517
Conductor - Tension: 13000 13000
Zonductor - Temperature *C: 125 125
Conductor - Clearance Date: 06/0872001 10/01/11972
Conductor - Date in Service: 06/08/2001 11/0141972
Shield Wire - Size: THT AW THT AW
Shield Wire - Tension; 6000 4890
Shield Wire - Date in Service: 06/8/2001 11/01/1872
Ruling Span - Feet: a60 700
Insulator Tangent No. MFR. & cat no.: 18 -143775 18 -143756
Insulator Tangent ANSI rating (LBS): 25000 15000
Insulator Dead-End No. MFR. & catno.: 42 - 143780 #2 36 - 143780 #2
insulator Dead-End ANSH rating (LBS): 36000 36000

Owning Company:

Footnotes:

Page: 2
Date Approved: Jan 14, 2002

‘Status: Record
KV Rating:  345.0

4541

STR. 203

W. MT. VERNON SUB.
STR. 204

STR. 380

177

23.02
ZWCCL1{(242) #6

T 1110171972

MT. VERNON
2-1272 ACSR 45/7
13000 #1

125

10/0118972
PH011972

THT AW

4890

11/01/1972

700

18 -143756

15000 :
36 - 143780 #2
36000




ILLINOIS POWER COMPANY LINE DATA SHEET
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Date Printed: Mar 5, 2001
Time Printed: 1:24:50 PM
LINEDATA.QRP

Line Number: 4545

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order: Work Order Date:
Description: CLINTON PWR, STA, - RISING 5SUB - 345KV LINE - 4545
4545 4545 4545

Runs From: CLINTON P.S. STR. 41 STR. 113
Runs To: STR. 41 STR.113 STR. 152
Structure # - Firsl: 1 42 114
Structure # - Last: 41 113 152
Number of Struclures: 41 42 40
Distance in Miles: 5.30 743 598
Structure Configuration: LWCHI(Y) STEEL POLE (2) 2DFCL1 (1)
Date in Service; 12/01/1980 12/01/1980 05/19/1977 #3
Service Area: DECATUR DECATUR DECATUR
Conductor - Size: 2-1113 ACSR 5419 2-1113 ACSR 5419 2-954 ACSR 45/7
Conductor - Tension: 14750 15999 10769
Conductor - Temperature *C: 125 125 125
Conductor - Clearance Date: 12/18/1980 12/18/1980 05/19/1977 #2
Conductor - Date in Service; 12/18/1980 12/18/1980 05/1911977
Shield Wire - Siza: THT AW THT AW THT AW
Shield Wire - Tension: 4650 4650 5100 -
Shield Wire - Date In Service: 12/18/1980 12/18/1980 05191977 #2
Ruling Span « Feel: 6§50 a00 800
Insulator Tangent No, MFR. & cat no.; 36 -143756 #1 18 -143756 18 -143756
insutator Tangent ANS) rating (LBS): 15000 15000 15000
Insulator Dead-End No. MFR. & catno.: 40 - 143780 # 40 - 143780 #1 0-
Insulatar Dead-End ANSI rating (LBS): 36000 36000 0
Owning Company:
Foolnotes: #1 TWO INSULATOR STRINGS PER PHASE.

#2 COND. & SW WERE INSTALLED FROM 3TR. 114 TO 152 IN THE 1ST QUARTER 73.

#3 STR'S 235-245, 262-268, 205-2G1 & 310-313 WERE INSTALLED AT A LATER DATE.

#4 COND, & SWIRE WERE INSTALLED FROM STR. 114 TO 152 IN THE 1ST QUARTER 73.

#5 THE LOWER EAST INSIDE PHASE INSTALLED AND.PLACED IN SERVICE 3JRD QUARTER 93.

#5 18 INSULATORS PER STRING - LOWER INSIDE PHASE 1S V STRING WITH 2 STRING.

Page: 1
Date Approved: Mar 5, 2001

Status: Record
KV Rating: 3450

4545

STR. 152
STR. 208
153

208

56

8.43

2DF CL1{1)
04/29/1982
DECATUR
2.954 ACSR 45/7
10769

125
04/20/1982
04/29/1982
THT AW

0
0472911982
800

18 -143756
15000

0-

0




Date Printed: Mar 5, 2001
Time Printed: 1:24:51 PM
LINEDATA.QRP

Line Numbher: 4545
Work Order:
Description:

Runs From:

Runs To:

Structure # - First:

Structure # - Last:

Number of Structures:;

Distance in Miles:

Structure Configuration:

Date in Service:

Service Area:

Conductor - Size:

Conductor - Tension:

Conductor - Temperature “C:
Conductor - Clearance Date:

¢ Conductor - Date in Service:

Shisld Wire - Size:

Shield Wire - Tenslon:

Shield Wire - Date In Service:

Ruling Span - Feet:

Insulator Tangent No. MFR. & cal no.:
Insulator Tangent ANSI rating (LBS):

Insulator Dead-End No. MFR. & cat no.:
insulator Dead-End ANSI rating {LBS):

Owning Company:

Footnotes:’

4545

STR. 208
STR. 222
208A

222

15

2.8

2DF CL 1 (1)
04/29/1982
CHAMPAIGN
2-954 ACSR 45/7
10769

125
04/29/1962
04/29/1962
TH? AW

0

04/29/1982
800

18 -143756
15000

Q-

0

ILLINQIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Shest

Work Order Date:

CLINTON PWR. STA. - RISING SUB - 345KV LINE - 4545

4545

STR. 222
STR. 284

223

284

64

9.15

2DE CL1 (1)
05/19/1977 #2
CHAMPAIGN
2.954 ACSR 457
10769

125
05/191977
05/19/1977
7HT AW

5100
0511911977 #2
800

18 -143756
15000

0-

0

4545

STR. 284

STR. 290

285

290

6

0.79
LAMINATED (3)
051911977 #2
CHAMPAIGN

2-954 ACSR 45/7

10769

125
051911977
05/18/1977
THY AW

5100 .
05/191977 #4
800

36 -143756
15000

-

0

Page: 2
Dale Approved:. Mar 5, 2001

+

" Status: Recard

KV Rating: 3450

4545

STR. 290
RISING

291

318

28

31.90

2DF-1 (1)
05191977 #2
CHAMPAIGN
2-954 ACSR 45/7
10769

125
0511971977
05/19/1977
THT AW

5100
05/191977
800

18 -143756
15000

36 - 143780 LAl
36000




Date Printed: Mar 5, 2001 ILLINOIS POWER COMPANY Page: 3

Time Printed: 1:24:51 PM ON-LINE LINE DATA SHEET SYSTEM Date Approved: Mar 5, 2001
LINEDATA.QRP Lins Data Sheet

Line Number: 4545

. - Status: Record
Work Order: Work Order Date: KV Rating:  345.0
Description: CLINTON PWR. STA. - RISING SUB - 345KV LINE - 4545
4545
Runs From: STR, 113 L, 4545
Runs To: OREANA
Structure # - First: 1
Structure # - Last: 50
Number of Structures: 50
Distance in Miles: 8.49
Structure Configuration: STEEL POLE (4)
Date in Service: 06/26/1980
Service Area: DECATUR
Conductor - Slze: 2-954 ACSR 4517
Conductor - Tension: 11552
Conductor - Temperature "C: 125
Conductor - Clearance Date: 06/26/1980
Conductor - Date in Service: ‘ 06/2671980 #5 -
Shield Wire - Size: 7R7 AW
Shield Wire - Tension: 7100
Shietd Wire - Date in Service: 06/26/1980
Ruling Span - Feet: 900
Insufator Tangent No. MFR. & cat no.: 18 -143756 #5
Insulator Tangent ANSH rating (L.BS): 15000
Insulator Dead-End No. MFR. & catno.: 36 - 143780 #1
insulator Dead-End ANSI rating (LBS). 36000
QOwning Company:

Footnotes:
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Date Printed: Mar 5, 2001
Time Printed: 1:25:50 PM
LINEDATA.QRP

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Line Number: 4551

Page: 1
Date Approved: Mar 5, 2001

. Status; Record

Work Order: Work Order Date; KV Rating: 345.0
Descriptlon: COFFEEN PWR. STA. (CtPS) - ROXFORD (U.E ) - 345KV
. 4551 4551 4551 4551
Runs From: COFFEEN PWR, STA, STR. 179 STR. 273 STR. 317
Runs To: STR. 179 STR. 273 STR. 317 TWR. 1 (L1506)
Structure # - First; 1A 180 274 318
Structure # - Last: 179 273 7 342
Number of Structures: 180 94 44 26 #5
Distance in Miles: 12.30 2414 6.19 348
Structure Configuration: 2-DF CL1(3) 2-DF CL 1 (3) 2-DF CL1{3) BETHLEHEM (2) #4
Date in Service: 07/0411967 07/04/1967 06/19/1964 06/19/1964 #5
Service Area: HILLSBORO GRANITE CITY GRANITE CITY GRANITE CITY
Conductor - Size; 2156 ACSR 84119 2158 ACSR 84/19 2156 ACSR B4/19 2156 ACSR B4/19
Conductor - Tension: 23880 23880 21760 0 #2
Conductor - Temperature *C: a3 93 93’ 93
Conductor - Clearance Date: 07/301971 07/30/1971 07/3011971 07/30/1971
Conduclor - Date in Service: 07/04/1967 07/0411967 06/19/1964 06/15/1964
Shield Wire - Size: 7X.120 AW TXA120 AW "38™ EH.S. AZ T 12"EHS AZ 7
Shietd Wire - Tenslon: 5220 5220 5513 9000
Shield Wire - Date in Service: 07/0411967 07/0411967 06/19/1964 06/19/1964
Ruling Span - Feet: 700 700 730 830 #3
Insulator Tangent No. MFR. & cat no.; 18 -PINCO L1060 18 -PINCO L1060 18 -PINCO L1060 20 -PINCO L1060
Insufator Tangent ANSI rating (LBS): 15000 15000 15000 15000
" Insulator Dead-End No. MFR. & catno.: 18 - PINCO L1500 18 - PINCO L1500 54 - PINCO L1500  #1 20 - PINCO L1060
Insulator Dead-End ANSI rating {LBS): 25000 25000 25000 25000
Owning Company:
[}
Footnoles: - #1 3 STRINGS
w2 COND, TENSION - VARIABLE, TUBULAR STEEL S5TR, 342 INSTALLED 11/11/99, COND. TENS. FROM TWR., 1 TQ STR. 341 @ 14,000#.
H3 R.S. 830-1000
R4 CE-5-84.52.7.7-45
#5 TOWER 331 REMOVED & STEEL POLE STRUCTURES 331 & 331A INSTALLED {(W.0. 26599 - 1986 - ALTON BELTLINE)

#6 UE WIRE TENSIONS AT 60 DEGREES F.




Dale Printed: Mar 5, 2001
Time Printed: 1:25:50 PM
LINEDATA.QRP .

ILLINOIS POWER COMPANY . Page: 2
ON-LINE LINE DATA SHEET SYSTEM Date Approved: Mar 5, 2001
Line Data Sheet

Line Number: 4551

. " Status: Record
Work Order: Work Order Date: KV Rating:  345.0
Description: COFFEEN PWR, STA. (CIPS) - ROXFORD {U.E.) - 345KV
4551 4551 4551
Runs From: TWR. 1 (L1506) TWR. 20 (L1506) STR. 22
Runs To: TWR. 20 {L1506) TWR. 22 ROXFORD SuB.
Steucture # - Flrst: 1 21 23
Structure # - Last: 20 22 24
Number of Structures: 20 2 2
Distance in Miles: 3.60 0.16 0.20
Structure Configuration: BETHLEHEM (1) #4 2WCCL1(4) SIMLARTO 3
Date in Service: 06/19/1964 07/04/1967 01/01/1998
Service Area: GRANITE CITY GRANITE CITY GRANITE CITY
Conductor - Size: 2156 ACSR B4/19 2156 ACSR 84/19 2.954 ACSR 45/7
Conductor - Tenslon: 20475 9000 4900 #6
Conductor - Temperature *C: 93 93 110
Conductor - Clearance Date; 071301971 01/01/1998 01/01/1998
Conductor - Date In Service: 06/19/1964 07/04/1967 01/01/1998
Shield Wire - Size: Y2 EHS AZT 0 3/8" EHS STEEL
Shield Wire - Tenslon: 9000 1] 1700 #6
Shield Wire - Date in Service: 06/19/1964 01/01/1998
Ruting Span - Feet: 980 400 538
Insulator Tangent No. MFR. & cat no.: 20 -PINCO L1060 18 -143756 G-
Insulator Tangent ANSI rating (LBS): 15000 15000 0
Insutator Dead-End No. MFR. & catno.: 60+ PINCO L1060 #1 20- 143775 20 - DOUBLE 143775
Insulator Dead-End ANS!rating (LBS), 25000 25000 25000
Owning Company: UNION ELECTRIC COMPANY

Footnotes:
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Data Printad: 7/15/98 ILLINOIS POWER COMPANY
Time Printed;  7:03:56 AM ' ON-LINE LINE DATA SHEET System
LINEDATA.QRP Line Data Sheet

Line Number: 45861

Work Order: . Work Order Date:
Description: JOPPA - WEST MT, VERNON - 345KV LINE - 4561
4561
uns From: E. W. FRANKFORT (CIPS)
uns To: W. MT. VERNON
tructure # - Firsh: 3444
tructure # - Lost: 586
lurmnber of Structures: 243
Mstance in Mites: 3525
tructure Configuration: 2WCCLOC(N)
Yata In Sewvice: 0672911971
ervice Areq: MT, VERNON
~onductor - Size; 2-054 ACSR 4577
sonductor - Tension: 10769
sonductor - femperoture *C: 125
ronductor - Clearance Date: 05/29/1971
sonductor - Date In Service: 06/29191
hield Wire - Size: 787 AW
hleld Wire - Tenslon: 6100
hleld Wire - Date In Service: 061291971
wiing Span - Feet: 800

wsulator Tongent No. MFR, & cat no.; 18 -143756
wulotor Tangent ANS! rating (LBS): 15000

sulator Dead-End No. MFR, & catno  36- M3780 n
1sulator Deod-End ANSIraling (LBS): 34000

Jwning Compdny:

‘octnotes: #1 TWO INSULATOR STRINGS PER PHASE.

Status:
KV Rating:

Page:
Data Approvad:

Record
345.0

i




ILLINOIS POWER COMPANY LINE DATA SHEET
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Date Printed: Dec 6, 2001
Time Printed: 2:31.47 PM
LINEDATA.QRP

Line Number:; 4565
Work Qrder:
Description:

Runs From:

Runs To:

Structure # - First:

Structure # - Last:

Number of Structures:

Distance in Miles;

Structure Configuration:

Date in Service:

Service Area:

Conductor - Size:

Conductor - Tension:

Conduclor - Temperature *C:
Conductor - Ciearance Date:
Conduclor - Date in Service:

Shield Wite - Size:

Shield Wire - Tenslon:

Shield Wire - Date in Service:

Ruling Span - Feet:

insulator Tangent No, MFR. & cat no.:
Insutator Tangent ANSH rating (LBS):
Insulator Dead-End No. MFR, & cal no.;
Insulator Dead-End ANSI rating {LBS}).
Owning Company: '

-Footnotes: #1

OWNED BY TVA.

SHAWNEE - E. W. FRANKFORT - LINE 4565 - 345 KV

4565
SHAWNEE P.S. #1
ORIO RIVER

4

117

0

10/01/1972

MT. VERNON
3-795 ACSR 30/19
o

0

10/01/1972
0

0
10/01/1972
0

0-

0

Q-

0

TENNESSEE VALLEY AUTHORITY

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

4565
OHIO RIVER
POINT A

0

427

{1

10/01/1972

MT. VERNON
2.954 ACSR A5/7
10769

o

10/01/1972

0

0

10/01/1972

800

Q-

0

0-

0

CENTRAL ILLINOIS PUBLIC SERVICE

Status:
KV Rating:

4565
POINT A
STR. 98

98
0

12.80

2WC CLO(1)

06291971

MT. VERNON

2-954 ACSR 4517

10769

1286

0672911971

0612911971

THT AW

5100

06/29/1571

800

0-

0

Q-

0

CENTRAL ILLINOIS PUBLIC SERVIGE

#2 STR. 132 - GUYED H-FRAME STEEL STORM STRUCTURE INSTALLED 1/25/01. STRS. 98A & 208 WERE INSTALLED 11/99.

Page: 1
Date Approved: Dec 6, 2001

Record
345.0

4565

ETR. 58 #2
STR. 275

99

275

177

2419
2WCCLO(Y)
06/29/1971
MT. VERNON
2-954 ACSR 457
10769

125
06/29/1871
06/29/1971
737 AW
5100
06/20/1971
800

18 -143756
15000

36 - 143780
36000




Dale Printed: Dec 6, 2001
Time Printed; 2:31.47 PM
LINEDATA.QRP

Line Number: 4565

Work Order:
Description: SHAWNEE - E. W. FRANKFORT - LINE 4565 - 345 KV
4565

Runs From: STR. 275
Runs To: STR. 288
Structure # - First: 276
Structure # - Last: 288
Number of Structures: 21
Distance in Miles: 262
Structure Configuratien: 2CL1&HMH(1)
Date in Setvice; Q6/01/1983
Service Area: MT. VERNON

Conductor - Siza;

Conductor - Tension:

Conductor - Temperature *C’
Conductor - Clearance Date:
Conductor - Dale in Service:

Shield Wire - Size:

Shield Wire - Tension:

Shield Wire - Date in Service:

Ruling Span - Feet:

Insulator Tangent No. MFR. & cat no.;
Insulator Tangent ANSI rating (LBS):

Insufator Dead-End No. MFR. & cat no.:
insulator Dead-End ANS! raling (LBS):

Owning Company:

Foolnotes:

2-854 ACSR 4517
10769

125
06/01/1983
06/01/1983
THY AW
5100
06/01/1983
800

18 -143756
15000

36 - 143780
36000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

4565
STR. 288
E. W. FRANKFORT (CIPS)

6.91
2WC CLO (1)
06/29/197 1

MT. VERNON
2-954 ACSR 45/7
10769

125

06/29/1971
06/29/1971

THT AW

5100

05/291971

800

18 -143756
15000

36 - 143780
36000

Stalus:
KV Rating:

Page: 2
Dale Approved: Dec 6, 2001

Record
345.0




ILLINDIS POWER COMPANY LINE DATA SHEET
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Date Printed: Apr 12, 2000
Time Printed: 8:02:58 AM
LINEDATA.QRP

ILLINOIS POWER COMPANY Page: 1
ON-LINE LINE DATA SHEET SYSTEM Date Approved: Apr 12, 2000
Line Data Sheet

Lina Number: 4571

a " Status: Record
Work Qrder: Work Order Date: KV Rating: 345.0
Description: LATHAM - RISING - 345 KV LINE - 4571A :
45N 45N 45N 45N
Runs From: CLINTON P.S. SR, 156 STR. 113 L4545 SIR. 81
Runs To: STR. 156 STR, 113 L4545 STR. 81 LATHAM StB.
Structure # - Flrst: 197 a2 112 BO
Structure # - Last: 156 113 81 1
Number of Struchures: 42 42 31 #5 82 #5
Distance in Miles: 518 7.43 475 12.25
Structure Configuration: 2081 (1) STEEL POLE (2) 2WRC (1) WWRC (1)
Date In Service: 12/18/1980 12/18/1980 09/011993 #4 09/01/1993 #4
Service Areq: DECATUR DECATUR DECATUR DECATUR
Conductor - Size: 2-1113 ACSR 54119 2-1113 ACSR 84119 2-954 ACSR 45/7 #3 2-954 ACSR 45/7 #3
Conductor - Tenslon: 14750 15999 10749 10769
Conductor - Temperature *C: 125 125 125 125
Conductor - Claarance Date: 12/18/1980 12/18/1980 09/01/1993 09/01/1993
Conductor - Dote in Service: 12/ /1980 12/01/1980 09/01/1993 09/01/1993
Shield Wire - Slze: 747 AW THT AW #2 77 AW 747 AW 0.551 OPGW #4
Shleld Wire - Tenslon: 4650 00 5100 . 5100
Shiald Wire - Date In Service: 12/18/1980 12/18/1980 09/01/1993 09/01/1993
Ruling Spon - Feet: 650 900 800 800
insulator Tangent No. MFR. & catno.:  18-143756 18-143756 18 -143756 18-143756
Insutator Tangent ANSI rating (LBS): 15000 15000 15000 15000
Insulator Dead-End No. MFR. & catno 40 - 143780 #1 40 - 143780 n 22-143780 i 22-143780 #1
Insulator Dead-End ANSI rating (LBS): 36000 36000 36000 36000
Owning Company:
[

Footnotas: #1 TWO INSULATOR STRINGS PER PHASE.

#2 THE SHIELD WIRE ON THE STEEL POLE SECTION IS OPEN AT APPROXIMATELY 10 SPAN INTERVALS.

#3 CONDUCTOR AND SHIELD WIRES INSTALLED FROM STR. 1 TO STR. 112 3RD Q 93.

#4 ALL STRUCTURES 1-112 INSTALLED 3RD G 93.

#s STR. 30 AND BOA ARE A SPECIAL TANGENT DEADEND STR.

#6 STR. 1-81, 787 N. SIDE, 551 IN, OPGW S. SIDE: FIBER OPTIC SHIELD WIRE SPLICED AT STRS. 6, 27, 41, 58 & B

H7 THE UPPER WEST PHASE INSTALLED & PLACED IN SERVICE IN 6-80.

LL] TWO INSULATOR STRINGS PER PHASE, 18 INSULATORS PER STRING - LOWER INSIDE PHASE IS V STRING WITH 2 STRINGS,




Date Printed: Apr 12, 2000
Time Printed: 8:02:58 AM
LINEDATA.QRP

Line Number; 457

Work Order:
Description: LATHAM - RISING - 345 KV LINE - 4571A
4571A

Runs From: STR. 11314545
Runs To: OREANA SUB
Structure # - First: 1
Structure # - Last: 50
Number of Stnuctures: 0
Distonce in Miles: 8.49
Structure Configuration: STEEL POLE (3)
Date in Service: 06/26/1980
Service Area: DECATUR
Conductor - Slze: 2954 ACSR 45/7
Conductor - Tenslon: 11552
Conductor - Temperature *C: 125
Conductor - Claarance Date: 09/22/1993 .
Conductor - Date in Service: 09/22/1993 47
Shisld Wire - Size: 747 AW
Shiald Wire - Tension: 7100
Shield Wire - Date in Service: 0612611980
Ruling Span - Feet: 900

Insulator Tangent No. MFR, & cat no.:  18-143780
Insulcrtor Tangent ANSI rating (LBS): 15000
Insulator Dead-End No. MER. & cat no 36 - 143780
Insulator Deod-End ANSI rating (LRS): 356000
Cwning Company:

Footnotes:

#8

#

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

- Status:
KV Rating:

Paga: 2
Date Approved: Apr 12, 2000

Record
345.0




ILLINOIS POWER COMPANY LINE DATA SHEET
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Date Printed: Oct 1, 2002
Tirme Printed: 1:30:17 PM
LINEDATA.QRP

Line Number: 4575

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Qrder: Work Order Date:
Description: GOOSE CREEK P.S. - RISING SUBSTATION - 345 KV LINE 4575
4575 4575
Rung Fram: GOOSE CREEK STR. 218A
Runs To: STR. 218A STR. 222
Structure # - First: 218D 219
Structure # - Last: 21BA 222
Number of Structures: 4 4
Distance in Miles: 0.34 0.53
Structure Configuration: STEEL POLE (2) 2DF CL1{1)
Date in Service: 05/15/2002 04/29/1982
Service Area: DECATUR CHAMPAIGN
Conductor - Size: 954 ACSR 45/7 2.954 ACSR 4517
Conductor - Tension: 10769 10769
Conductar - Temperature “C: 125 125
Conductor - Clearance Date: 05/15/2002 04/25/1982
Conductor - Date in Service: 05/15/2002 04/29/1982
Shield Wire - Size: THT AW THT AW
Shield Wire - Tension: 5100 [}
Shield Wire - Date in Service: 0511512002 04/29/1982
Ruling Span - Feet: 560 BOO
Insulator Tangent No. MFR. & cat no.: 36 -143775 #2 18 -143756
Insulator Tangent ANSI rating (LBS): 25000 15000
Insulator Dead-End No. MFR. & catno.; 40 - 143780 #1 G-
Insulator Dead-End ANSI rating (LBS): 36000 0
Owning Company:
Footnotes: #1 TWOQO INSULATOR STRINGS PER PHASE.
#2 V-STRING WITH 2-STRINGS WITH 18 INSULATORS PER STRING.
#3 COND, & SW WERE INSTALLED FROM STR. 114 - 152 IN THE 18T QUARTER *73.

#4 STRS, 235-245, 262-268, 285-291 & 310-313 WERE INSTALLED AT A LATER DATE.

4575

STR. 222
STR. 284

223

284

64 #4

9.15
20DFCL1()
051191977 #3
CHAMPAIGN
2954 ACSR 45/7
10769

125
05/18/1977
05/19/1977
THT AW

5100
05191977 #3
800

18 143756
15000

G-

0

Status:
KV Rating:
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4575

STR. 264
STR. 290

285

290

6 #4

0.79
LAMINATED (3)
05191977 #3
CHAMPAIGN
2-954 ACSR 45/7
10769

125
05191977
0511811977
THT AW

5100
0511911877
800

36 -143756
15000

Q-

0




Date Printed: Oct 1, 2002 ILLINQIS POWER COMPANY
Time Printed: 1:30:17 PM ON-LINE LINE DATA SHEET SYSTEM
LINEDATA.QRP Line Data Sheet

Line Number: 4575

Work Qrder: Work Order Date:
Description: GOOSE CREEK P.S. - RISING SUBSTATION - 345 KV LINE 4575

4575

Runs From; STR. 290

Runs To: ) RISING #1909

Structura # - First: 291

Structure # - Last: 318

Number of Structures: 28 #4

Distance in Miles; 3.90

Structure Configuration: 2DF-1(1)

Date in Service: 05/19/1977 #3

Service Area; CHAMPAIGN

Conductor - Size: 2-854 ACSR 45/7

Conductor - Tension: 10769

Conducter - Temperature °C: 125

Conductor - Clearance Date; 05191977

Conduttor - Date in Service: 05/19/1977

Shield Wire - Size: THT AW

Shield Wire - Tension: 5100

Shiald Wire - Dale in Service: 05191977

Ruling Span - Feet: 800

Insutator Tangent No. MFR, & cat no.: 18 -143756

Insulator Tangent ANSI| rating (LBS): 15000

insulator Dead-End No. MFR. & catno.: 36 - 143780 #1

insulator Dead-End ANSI rating (LBS). 36000
Owning Company.

Footnotes:

Status:
KV Rating:

Page: 2
Date Approved. Oct 1, 2002

Record
345.0




{LLINUIS PUWER CUMPANY LINE DATA SHEET
g IATION
1841 1gt*
[ 1w -uF""'—__
¥
T
¥
n'-2*
# o
P\ p /*-\\[ r/\n .
{2} U.€. ROXFORD N Ll ANV L2
TWR 166
TWR 40) |
i0.801% h FIge .l
- in
. T" 406
STALLINGS to.21)
-t 12
\ )
PREL IMINARY FINAL X |PREPARED % wepraved /MRS | craiiines - roxFoRd e 4581
DATED 7(2'“:](,\ ) E-LDATA-01.5-4%81 "“'E
MOTTED T-19-99
11}




Date Printed: Jul 22, 1999

ILLINOIS POWER COMPANY Paga: 1
Time Printed: 11:05:44 AM ON-LINE LINE DATA SHEET SYSTEM Date Approved:
LINEDATA.QRP Line Data Sheet
Line Number: 4581 Status: Record
Work Order: Work Order Date: KV Rating: 3450
Description: STALLINGS - ROXFORD (U.E.)
4581 453 4581
Runs From: STALLINGS SUB. TWR. 403 TWR, 346
Runs To: TWR. 403 TWR, 366 ROXFQRD SUA.
Structure # - First: 404 367 367
Structure # - Last: 408 a03
Number of Structures: 5 37 1
Distance in Miles: 0.80 7.53 02
Structure Configuration: AMER. BRIDGE (1) #5 AMER, BRIDGE (1) #5 2WOO0D (2
Dote InService: 031151974 03/15/1974 03/15/1974
Service Areq; GRANITE CITY GRANITE CITY GRANITE CITY
Conductor - Size: 2- 1113 ACSR 54119 #3 2-1113 ACSR 54/19 #3 2-1113 ACSR 54/19 #3
Conductor - Tension: 16080 #2 16080 #6 8000
Conductor - Temperature °C: 125 125 126
Conductor - Clegrance Date: 03/151974 03/16/1974 03/15/1974
Conducter - Date in Service: 037151974 03/15/1974 03/15/1974
Shield Wire - Size: 7 AW TH7 AW THT AW
Shield Wire - Tenslon: 6600 #4 6600 4000
Shield Wire - Dcte in Service: 037151974 03/15/1974 03/15/1974
Ruling Span - Feet: 1050 1050 550
Insulator Tangent No. MFR. & cat no.: 18 -0OB 32440 18 -OB 32440 18 -143756
Insulator Tangent ANSI rating (LBS): 15000 15000 15000
Insulator Deod-End No. MFR. & cat no  20- OB 47610 20- 0B 47610 0-
Insutator Dead-End ANSI rating (LBS): 36000 36000 0
Owning Compony:
)
Footnotes: #1 L1456 ALSO ON STRS.
42 PER SUB CONDUCTOR. TWA, 408-STALLINGS SUB. 0 COND. TENSIONS 3000# SW, TENSION = 3000#.
#3 HORIZONTAL ON 18" SPACING.
#4 TWR. 408 - STALLINGS SUB, - COND, TENSIONS 3000# SW. TENSION = 3000#.
85 CE-S-84.5.2.7.5-7 THRU 13

65 PER SUB CONDUCTOR.




ILLINOIS POWER COMP. _INE DATA SHEET
. CONF IGURAT [ON
Lot -
I\
! !
. 1 ]
f26dl |
20"
GWNED BY
CIPS
\ / "
ENILA
STR 239
N 1341
(1}
P.O.H
¥. MT. VERNON
SuB.
|
; W MY VERRON-NERTON CTPS
PREL IMINARY F I NAL x PREPARED APPROVED L INE 4591
—_— ses— - - ————— AL -LODATA-B1,5-4591 fAlv. e)
DATED T-26-85 SHEET 10F 2 T=TE-ES TUS=TETOTT
ni
(\\ — _— —— S — s .




Date Printed: 7/15/98 ILLINOIS POWER COMPANY Page: 1
Time Printed: 7:29:14 AM ON-LINE LINE DATA SHEET System Date Approved:
LINEDATA.QRP Lina Data Shest .
Line Number: 4591 g;,,m,, Record
Work Order: Waork Order Date: KV Rating:  345.0
Dascription: W. MT. VERNON - XENIA {C.1.P.S.) - 345KV LINE - 4591
45N 459
uns From; W. MT. VERNON XENIA
uns Ta: XENIA NEWTON
tructure & - First: 243
tructure # - Last: 239
lumber of Stuctures: 238 0
Nstance In Mies: 34.00 28.00
tructure Configuration: 2WCcCcLo 0
yate In Service: 10/16/1975 A1 03/12/1976
ervice Areq: MT. VERNON CENTRALIA
sonductor - Siza: 2-954 ACSR 45/7 2-954 ACSR 45/7
sonductior - Tenslon: 10749 0
sonductoer - Temperatute °C: 125 0
*onductor - Clearance Date: 0/16/1975
sonductor - Date in Service: 10161975 £t 03/12/1976
hield Wire - Size: 7#7 AW 746 AW
hisld Wire - Tenslon: 5100 ‘ 0
hietd Wire - Dote In Service: 10116/1976 11 03/12/1976
Wwiing Spon - Feet: 800 ¢
asulator Tangent No. MER. & catno.:  18-143756 0-
nsulator Tangent ANS rating (LBS): 15000 o
ssulator Dead-End No. MFR. & catno 36 - 143780 #2 0-
nsulator Dead-End ANSI rating (LBSY: 36000 0
dwning Compony: CENTRAL ILLINOIS PUBLIC SERVICE CO
‘ootnotes; #1 1P'S PORTION OF LINE WAS COMPLETE ON 10-16-75. IT WAS PLACED IN SERVICE WHEN CIPS COMPLETED THEIR PORTION 3-12-78.
7] TWO INSULATOR STRINGS PER PHASE.
# STH. #2 IS STEEL TOWER (BETHLEHEM TYPE 9A) CRIGINALLY INSTALLED ON W.0, 25655 & iS #586 IN LINE 4561. STR. #2239 1S STEEL TOWER (AMERICAN

BRIDGE TYPE HAS) POINT OF INTERCONNECTION WITH

CIPS.




